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1 3 4 5
l. GENERAL:
A. | THE STRUCTURAL DRAWINGS SHOW THE COMPLETED PROJECT. DETAILS, SECTIONS, AND
NOTES SHOWN ON THE DRAWINGS SHALL BE TYPICAL AND APPLY TO SIMILAR SITUATIONS
ELSEWHERE UNLESS NOTED OR SHOWN OTHERWISE.
B. | CONTRACTOR SHALL COMPARE ALL DIMENSIONS AND CONDITIONS ON CONTRACT SCOTT P. EVANS
DOCUMENTS AND AT THE SITE. ANY OMISSION OR CONFLICT SHALL BE BROUGHT TO THE AR CH ITE CT
ATTENTION OF THE ARCHITECT/ENGINEER. IN CASE OF ANY CONFLICT FOLLOW THE MOST &
STRINGENT REQUIREMENT AS DIRECTED BY ARCHITECT/ENGINEER. ASSOC| ATE S P C
C. | SEE THE ARCHITECTURAL DRAWINGS FOR DOORS, WINDOWS, NON--BEARING INTERIOR AND
EXTERIOR WALLS, RECESSES, DEPRESSIONS, ETC. 108 West Center Street
Bountiful, Utah 84010
D. | CONTRACTOR SHALL PROVIDE ADEQUATE TEMPORARY BRACING FOR ALL PORTIONS OF THE Telephone - 801.298.1368
BUILDING UNTIL THE ENTIRE STRUCTURE OF THE BUILDING IS COMPLETE. Telefax - 801.298.2192
info@spe-architect.com
E. | OBSERVATION VISITS TO THE SITE BY STRUCTURAL ENGINEER'S FIELD REPRESENTATIVES www.spe-architect.com
SHALL NOT BE CONSTRUED AS INSPECTION OR APPROVAL OF CONSTRUCTION.
PROFESSIONAL STAMP:
F. | ANY ENGINEERING DESIGN PROVIDED BY OTHERS AND SUBMITTED FOR REVIEW SHALL BEAR
THE SEAL AND SIGNATURE OF A STRUCTURAL ENGINEER REGISTERED IN UTAH.
1. DESIGN CRITERIA:
A. | BUILDING CODE: 2003 INTERNATIONAL BUILDING CODE (IBC) W/ AMENDMENTS
B. | LOADINGS:
1. ROOF SNOW LOAD =30 PSF + SNOW DRIFT PER IBC
2. WIND LOAD - 90 MPH ZONE - EXPOSURE C
3. SEISMIC DESIGN CATEGORY: D
1. STRUCTURAL AND MISCELLANEOUS STEEL:
1 CONSULTANTS:
A. | MATERIAL PROPERTIES: STRUCTURAL ENGINEER:
1, ALL SHAPES, PLATES, ANGLES, AND CHANNELS TO BE ASTM A-36 UNLESS BHB CONSULTING
o O NOTED OTHERWISE.
/f\ 2. ALL WF SHAPES WEIGHING 84 POUNDS PER LINEAR FOOT OR LESS TO BE ELECTRICAL ENGINEER:
5 — | ASTM A 572, GRADE 50. ALL WF SHAPES WEIGHING MORE THOMAS & KOLKMAN
| THAN 84 POUNDS PER LINEAR FOOT TO BE ASTM A 572, GRADE 36.
3. SQUARE OR RECTANGULAR TUBES TO BE ASTM A 500, GRADE B, Fy = 46 KSI.
N 4. ALL STEEL TO BE DETAILED, FABRICATED AND ERECTED IN ACCORDANCE
‘ WITH A.1.S.C. SPECIFICATIONS, LATEST ADOPTION.
| B. | WELDING:
| 1. FOR STRUCTURAL STEEL TO BE IN ACCORDANCE WITH A.W.S.
REQUIREMENTS FOR E7OXX ELECTRODES.
D ‘ c. | BoLTS:
°le PROJECT NAME:
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U | e X DRAWN BY: JBE
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ARCHITECTS INFORMATION:
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KEYED NOTES

EXTG. PROPERTY LINE.

EXTG. UTILITY POLE TO REMAIN - SEE ELECTRICAL DRAWINGS.

EXTG. CHAIN LINK FENCE TO REMAIN PROTECT FROM DAMAGE

DURING CONSTRUCTION.

SCOTT P. EVANS
EXTG. PARKING LOT TO REMAIN PROTECT FROM DAMAGE
DURING CONSTRUCTION.. ARCHITECT &
EXTG. CONCRETE SIDEWALK REMAIN PROTECT FROM D ASSOCIATES PC

DAMAGE DURING CONSTRUCTION..

108 West Center Street
CONTRACT LIMITS. Bountiful, Utah 84010
Telephone - 801.298.1368
Telefax - 801.298.2192
info@spe-architect.com
www.spe-architect.com
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I | | 1. PROTECT ALL EXISTING IMPROVEMENTS INCLUDING LANDSCAPING,
\ BR | | R BB | R BB | R SPRINKLING SYSTEMS, SIDEWALKS, PARKING AREAS, SURROUNDING
. - — /A} ROOFS ETC. - ANY DAMAGE TO EXISTING IMPROVEMENTS SHALL BE
L qj - | . | REPAIRED TO ORIGINAL OR BETTER THAN ORIGINAL CONDITION (TO
Cx X X X X X X X X X X X X X X X X X X X : THE SATISFACTION OF THE OWNER AND ARCHITECT).
X \ \ \ X X \ \ \ X . ) 2. GENERAL CONTRACTOR SHALL MAINTAIN VEHICLE ACCESS AT ALL DFCM PROJECT #: 06059030
TIMES TO ALL EXTG. BUILDING. SPE PROJECT #: 06-14A
A |DRAWN BY: JBE
! CHECKED BY: RPL
DESIGNED BY: RPL
F COPYRIGHT:
EXTG N\ SCOTT P. EVANS - ARCHITECT 2006
BU ILD I NG SHEET TITLE:
I\% |
SITE PLAN &

KEYED NOTES
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STEEL ANGLE AT PERIMETER OF LIFT PIT & RECESSED BRIDGE - ALL
CURB ANGLE JOINTS TO BE WELDED SECURELY - STEEL ANGLE TO
BE GALVANIZED PRIMED & PAINTED.

3-0" 6' - 4" VERIFY EXTG. OPENING
2 & = P
z @ EXTG. PROPERTY LINE.
A1 S
v @ GENERAL CONTRACTOR TO SAW CUT EXTG. ASPHALT TO
W S DIMENSIONS SHOWN OR AS REQUIRED.
—
s (3)
_ : HATCH PATTERN INDICATES EXTG. AREA OF ASPHALT TO BE
© o REMOVED & DISPOSED OF AS PER SPEC & ALL CODES. SCOTT P. EVANS
= HOLLOW METAL X
FIELD VERIFY ALL DIMENSIONS K DOOR FRAME - PAINT > @ EXTG. CONCRETE RETAINING WALL TO BE REMOVED. ARCHITECT &
'\ —
& @ EXTG. CONCRETE PAD TO BE REMOVED. o] ASSOCIATES P.C.
N >
o DOOR FRAME/OPENING SIGNAGE o REMARKS /A_Z\ % @ EXTG. DOOR, FRAME & THRESHOLD & ALL RELATED MATERIALS TO 108 West Center Street
< < @ 0 BE REMOVED - REUSE SELECTED HARDWARE. Bountiful, Utah 84010
= D HOLLOW METAL \ Telephone - 801.298.1368
@ SIZE TYPE | MATERIAL LABEL | FINISH TYPE | MATERIAL HEAD DETAIL | JAMB(R) DETAIL | JAMB(L) DETAIL | THRESHOLD DETAIL T DOOR - PAINT £ @ REMOVED EXTG. DOOR STOP. ;?ég)asxp_eaaorlhzi?e%tzgé
WIDTH | HGT THK Pahviragv
i NG EXTG. ROCK SUMP TO REMAIN. www.spe-architect.com
101 | 3-0"PAIR | 7-95/8"| 1-3/4" | A Hollow Metal | N Paint B Hollow Metal | A1/AE-501 A2/AE-501 A2/AE-501 B1/AE-501 NONE H-1
olowVeta one an olowVeta "A" "B" @ EXTG. CONCRETE SLAB TO BE REMOVED AS REQUIRED FOR NEW PROFESSIONAL STAMP.
HYDRAULIC PUMP LINES - REPLACE CONCRETE SLAB & FLOORING
FINISH TO MATCH EXTG. - SEE ELECTRICAL DRAWINGS.
DOOR SCHEDULE DOOR & FRAME TYPES
D 1 D4 DURING CONSTRUCTION - PAINT SEE SPEC.
1:1 3/8" = 1'-0"
@ 6" CONCRETE SLAB WITH #4 BARS 12" O.C. EACH WAY OVER 6"
COMPACTED GRAVEL BASE.
@ NEW CONCRETE CURB WALL - TOP OF WALL ELEVATION =100-3" -
SEE DETAIL B2/AE-501.
@ SLAB CONTRACTION JOINT - SEE DETAIL D2/AE-501.
DASHED LINE INDICATED NEW 6" PVC DRAINAGE PIPE - TIE INTO
1 1 EXTG. ROCK SUMP AS SHOWN AS REQUIRED - INSTALL PVC
@ @ DRAINAGE PIPE & FITTING ACCORDING TO ASTM F891 RATED FOR CONSULTANTS:
m DOMESTIC WASTE & VENT. STRUCTURAL ENGINEER:
e NEW 6"@ CONCRETE FILLED PIPE BOLLARD - SEE DETAIL A5/AE-501. BHB CONSULTING
O O O =20
) N\ | PIT FOR NEW SCISSOR LIFT - SEE DETAIL INDICATED. ELECTRICAL ENGINEER:
e - o _ _ . _ B S - — — — — — B THOMAS & KOLKMAN
|

$ EXTG. ASPHALT APPROX @

ELEV. =99'-10"

()

€]

Slog, CONTRACTOR TO COORDINATE & VERIFY

O Q EXTG. ASPHALT GRADES & COORDINATE
WITH NEW CONCRETE SLAB & RETAINING

WALL BEFORE PLACEMENT - COORDINATE
WITH ARCHITECT BEFORE ANY SETTING OF

GRADES & ELEVATIONS IS DONE.
20
AE-50

TOP OF EXT. CONC. SLAB TOP OF EXT. CONC. SLAB
ELEV. = MATCH TOP /[ ELEV. = MATCH TOP
OF EXTG. ASPHALT OF EXTG. ASPHALT

DROP TOP OF CONCRETE WALL TO MATCH TOP OF CONCRETE
SLAB FOR WATER DRAINAGE.

EXTG. ASPHALT TO REMAIN.
PROTECT THE BUILDING FROM DAMAGE DURING CONSTRUCTION.

=1
A
vy ==

PROJECT NAME:

L L
B B

EXTG. SLOPE

PAINT EXTG. WALL IN THIS AREA FROM FLOOR TO CEILING - PAINT
COLOR TO MATCH SURROUNDING WALLS - SEE SPEC.

EXTG. ELECTRICAL PANELS TO REMAIN - SEE ELECTRICAL
DRAWINGS.

RELOCATE EXTG. ELECTRICALLY ILLUMINATED EXIT SIGNAGE ABOVE
DOOR AS REQUIRED FOR NEW DOOR INSTALLATION - SEE
ELECTRICAL DRAWINGS.

EXTG. BOLLARDS TO REMAIN.

NEW ASPHALT AS REQUIRED.
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% \ N | ELEV = 100-0" A V N | SPRINKLING SYSTEMS, SIDEWALKS, PARKING AREAS,
W === L] . SURROUNDING ROOFS ETC. - ANY DAMAGE TO EXISTING
N B IMPROVEMENTS SHALL BE REPAIRED TO ORIGINAL OR BETTER
N i' ] ‘ R m / l l N ‘ THAN ORIGINAL CONDITION (TO THE SATISFACTION OF THE OWNER
: - IR o\ e AND ARCHITECT).
A @ VAl - — AT DFCM PROJECT #: 06059030
® | LTI | I R @ 1o DI (EXTG SLOPE | 2. | GENERAL CONTRACTOR SHALL MAINTAIN VEHICLE ACCESS AT ALL SPE PROJECT #: 06-14A
L \\L& Nz | NS @ il | TIMES TO ALL EXTG. BUILDINGS. A DRAWN BY: JBE
L A R /A 3. | GENERAL CONTRACTOR SHALL VERIFY DOOR & FRAME DIMENSIONS CHECKED BY: RPL
B - N THAT EXIST IN FIELD PRIOR TO ORDERING DOOR & FRAME. DESIGNED BY: RPL
I 14 TOP OF CONC. SLAB $ COPYRIGHT-
TOP OF CONC. SLAB 1-1/4" @ - ELEV. = 100-0" :
{EELEV. e N — - 25 4, CONTRACTOR TO COORDINATE & VERIFY EXTG. ASPHALT GRADES & SCOTT P. EVANS - ARCHITECT 2006

- - - — — - — I - —— = = — — —_— - — _—_——_— = = — == — COORDINATE WITH NEW CONCRETE SLAB & RETAINING WALL
PIT DIM. VERIFY WITH LIFT MFR. BEFORE PLACEMENT - COORDINATE WITH ARCHITECT BEFORE ANY SHEET TITLE:
@—/ 6-6" SETTING OF GRADES & ELEVATIONS IS DONE.
PLATFORM LIFT DIM. VERIFY PLANS & KEYED

WITH LIFT MFR.

12'-8" 15'- 4" NOTES

NORTH CONTRACTOR TO VERIFY NORTH

A1 QEMOLITION PLAN A3 I}/I4E1Vy PLAN
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ARCHITECTS INFORMATION:

KEYED NOTES

HATCH PATTERN INDICATES EXTG. MASONRY TO BE SAW CUT &
REMOVED - SEE DETAIL A1AE-501 FOR NEW LINTEL.

EXTG. DOOR, FRAME & THRESHOLD & ALL RELATED MATERIALS TO
BE REMOVED &.

NEW DOOR - SEE DOOR SCHEDULE ON AE-101. SCOTT P. EVANS
EXTG. STEEL GUARD RAIL TO REMAIN - PAINT SEE SPEC. ARCH |TECT &
REPAINT EXTERIOR MASONRY WALL AS NEEDED WHERE SAW D ASSOC |ATES P.C.
CUTTING HAS OCCURRED, COLOR TO MATCH EXTG.

108 West Center Street
NEW CONCRETE RETAINING WALL - SEE PLAN. Bountiful, Utah 84010
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1207242 v, 16

B-1, 3P-404, 3 %8,

EXISTING SECURITY/
FIRE ALARM CONTROL

EXIST. PANEL 'B'

249 v, 34>—>:

EXIST. PANEL ‘A’

1
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1 %8 GND, 3/4" C

ELECTRICAL PLAN

A3

3

SCALE: 174" = |'-@"

GENERAL NOTES:

l. LOCATIONS OF EXISTING ELECTRICAL EQUIPMENT, OUTLETS, BRANCH CIRCUIT
WIRING, ETC., ARE BASED ON EXISTING BUILDING ELECTRICAL DRAWINGS AND
FIELD OBSERVATION OF EXISTING SURFACE CONDITIONS. FIELD VERIFY EXISTING
LOCATIONS AND CIRCUITING AND IMMEDIATELY NOTIFY THE ARCHITECT OF ANY
DISCREPANCIES WHICH MAY ADVERSELY AFFECT COMPLETION OF THE WORK

2. ELECTRICAL DEMOLITION IS INDICATED FOR CONTRACTOR'S REFERENCE ONLY.
FIELD VERIFY QUANTITIES AND LOCATIONS OF ALL EXISTING MATERIAL AND
EQUIPMENT TO BE REMOVED. REMOVE ALL ABANDONED CONDUIT WIRING, BOXES,
OUTLETS, EQUIPMENT, ETC. WHETHER SPECIFICALLY SHOUWN OR NOT.

3. CONTRACTOR MAY USE EXISTING BRANCH CIRCUIT WIRING AND RACEWAYS WHERE
CONVENIENT TO CONNECT TO NEW ELECTRICAL DEVICES ONLY IF THE EXISTING
WIRING AND RACEWAYS ARE IN GOOD CONDITION AND MEET DIVISION le
SPECIFICATION REQUIREMENTS FOR NEW WIRING AND RACEWAYS.

4. ALL MATERIALS AND EQUIPMENT REMOVED SHALL REMAIN THE PROPERTY OF THE
OUNER AND SHALL BE TURNED OVER TO THE OUNER FOR STORAGE OR BE
DISPOSED OF BY THE CONTRACTOR AS DIRECTED BY THE OUNER

5. TAKE ALL PRECAUTIONS NECESSARY TO AVOID DAMAGE TO THE EXISTING
BUILDING. REPAIR ALL DAMAGE INCURRED BY DEMOLITION AND NEW
CONSTRUCTION TO EXACTLY MATCH SURROUNDING SURFACES AND/OR CONDITIONS
WITHOUT ADDITIONAL COST TO THE OUINER COORDINATE REPAIRS WITH THE
GENERAL CONTRACTOR

6. FIELD COORDINATE NEW SCISSOR LIFT ELECTRICAL REQUIREMENTS WITH GENERAL
CONTRACTOR PRIOR TO BEGINNING WORK. MAKE ALL ELECTRICAL CONNECTIONS,
INCLUDING CONTROLS, IN ACCORDANCE WITH THE SCISSOR LIFT MANUFACTURER'S
WRITTEN INSTALLATION INSTRUCTIONS.

KEYED NOTES:

@ REMOVE EXISTING COMBINATION STARTER WITH FUSIBLE DISCONNECT, INCLUDING
3 %8, 1% GND, TO EXISTING PANEL 'B', AND EXPOSED CONDUIT TO ABOVE
CEILING. INTERCEPT EXISTING CONDUIT ABOYE CEILING AND EXTEND TO NEW
SAFETY SWITCH FOR NEW SCISSOR LIFT. REPAIR EXISTING WALL AS REQUIRED TO
RECEIVE NEW PAINT FINISH.

@ PROVIDE NEW FUSED SAFETY SWITCH WITH FUSES PROPERLY SIZED FOR NEW
SCISSOR LIFT WITH NEW BRANCH CIRCUIT TO EXISTING 3P-42A BREAKER IN
EXISTING PANEL 'B' AS SHOUN. PAINT EXPOSED CONDUIT FROM CEILING TO
SAFETY SWITCH TO MATCH WALL.

@ NEW SCISSOR LIFT HYDRAULIC PUMP UNIT, MAXIMUM 5 HP, 242 v, 3¢. FIELD
COORDINATE LOCATION, AND ELECTRICAL REQUIREMENTS WITH GENERAL
CONTRACTOR AND SCISSOR LIFT SUPPLIER

@ NEW SCISSOR LIFT STARTER FURNISHED WITH LIFT, TO BE INSTALLED ¢ WIRED
COMPLETE BY CONTRACTOR INCLUDING CONTROLS. STARTER TO FURNISHED WITH
CORD CONNECTED "UP-DOUN" PUSHBUTTON STATION TO BE INSTALLED AND
WIRED COMPLETE BY CONTRACTOR

@ PROVIDE NEW 1" CONDUIT UNDERGROUND FROM SCISSOR LIFT PIT TO SCISSOR
LIFT STARTER CONNECT TO HIGH ¢ LOW LIMIT SWITCHES ON SCISSOR LIFT WITH
LIQUID-TIGHT FLEXIBLE STEEL CONDUIT IN ACCORDANCE WITH SCISSOR LIFT
MANUFACTURER'S WRITTEN INSTALLATION INSTRUCTIONS.

@ PROVIDE NEW 3" SCHEDULE 42 PYC OR POLYETHELENE PIPE WITH LONG RADIUS
SWEEP ELBOWS UNDERGROUND FROM LIFT PIT TO HYDRAULIC PUMP UNIT FOR
HYDRAULIC LINES. FIELD COORDINATE LOCATION AND REQUIREMENTS WITH
GENERAL CONTRACTOR AND SCISSOR LIFT SUPPLIER

@ CORE-DRILL EXISTING FOUNDATION WALL FOR NEW UNDERGROUND CONDUIT AND
PIPE PENETRATIONS AND SEAL WITH NON-SHRINK EPOXY GROUT.

EXISTING CONCRETE FLOOR 8LAB TO BE REMOVED AND REPLACED BY
GENERAL CONTRACTOR. SEE ARCHITURAL PLANS, SHEET AE-I2,

@ TERMINATE NEW 3" PIPE FOR HYDRAULIC LINES WITH INSULATED BUSHING OR
OTHER ACCEPTABLE MEANS TO PREVENT ABRASION OF HYDRAULIC LINES FROM
CUT PIPE ENDS.

TERMINATE 3" PIPE FOR HYDRAULIC LINES 12"t ABOVE FINISHED FLOOR. FIELD
COORDINATE LOCATION WITH GENERAL CONTRACTOR AND SCISSOR LIFT
SUPPLIER.

@ EXISTING METERMAIN BREAKER AND OVERHEAD ELECTRICAL SERVICE TO
REMAIN.

@ EXISTING UNDERGROUND TELEPHONE SERVICE TO REMAIN. FIELD VERIFY EXACT
LOCATION.

@ EXISTING WALL MOUNTED EXIT LIGHT AND EMERGENCY LIGHTING BATTERY UNIT TO
REMAIN OPERATIONAL DURING STORE OPERATING HOURS. REMOVE AS REQUIRED
TO ALLOW ENLARGEMENT OF EXISTING DOOR OFENING AND PROVIDE
TEMPORARY CONNECTIONS AND SUPPORTS TO KEEP IN OPERATION. REINSTALL
AND RECONNECT TO EXISTING CIRCUITS UPON COMPLETION OF NEW
CONSTRUCTION.

EXISTING LIGHT SWITCHES TO REMAIN. PROTECT FROM DAMAGE DURING
CONSTRUCTION.

@ EXISTING FIRE ALARM PULL STATION TO REMAIN. PROTECT FROM DAMAGE
DURING CONSTRUCTION.

REMOVE EXISTING SECURITY SYSTEM DOOR CONTACTS FROM EXISTING DOOR TO
BE REMOVED. REINSTALL ON NEW DOOR AND RECONNECT EXISTING CIRCUIT.
FIELD COORDINATE REQUIREMENTS WITH OUNER AND OUNER'S SECURITY SYSTEM
YENDOR

@ CONDUCT A COMPLETE OPERATIONAL TEST OF THE EXISTING SECURITY FIRE
ALARM SYSTEM UPON COMPLETION OF WORK AND SUBMIT WRITTEN TEST REPORT
TO ARCHITECT WITHIN 2 WORKING DAYS. FINAL CONNECTIONS AND TESTING SHALL
BE PERFORMED BY THE OWNER'S SECURITY SYSTEM VENDOR, CONTACT
MOUNTAIN ALARM CORPORATION (821) 325-87102.
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